As it is known that nowadays, reduction of the heating energy loss of buildings is achieved mainly by thermal insulation. This is one of the most important objectives of buildings constructions and retrofitting of buildings. Therefore research, calculation and simulation on the energy efficiency of buildings are of great importance. In this paper we give an expansive presentation about the measurements of the thermal conductivity, heat flux and thermal resistance of individual insulation materials as well as in-built wall constructions executed in our laboratory. Thermal diffusion coefficients and wall delaying ability of the systems will be given resulting from the measurements. First of all, thermal conductivity measurement results of individual insulation materials achieved by a Holometrix type Heat flow Meter (HFM) will be presented. Afterwards, two different steady-state methods for measuring thermal resistance of wall structures (Calibration hot box method (CC) and Heat Flux measurements by Hukseflux (HF) apparatus) will be introduced. These measurements were accomplished through either an inbuilt plaster/brick/plaster wall construction insulated internally at the first time and later externally with different materials. The main target of this paper is the presented theoretical procedure for the estimation of the retardation time of wall structures. Furthermore in this publication the determination of thermal performance of Expanded Polystyrene Insulation (EPS) applied to walls in building constructions can also be found. Moreover numerical predictions for thermal resistance are presented. Besides, infrared thermographs were used to visualise the insulation ability of the layer structures.
Introduction
In May 2010, a recast of the Energy Performance of Buildings Directive was adopted by the European Parliament and the Council of the European Union in order to strengthen the energy performance requirements and to clarify and streamline some of the provisions from the 2002 Directive it replaces. According to this new Directive, as of 31 December 2020 new buildings in the EU will have to consume 'approximately zero' energy and the energy will be 'to a very large extent' from renewable sources. Furthermore, for reducing the energy loss insulation materials are used. Accurate measurements of thermal conductivity of insulation materials, based on the out-dated existing standards, used in building technology are indispensible. Besides thermal conductivity the specific heat and the density will determine the thermal diffusion as well retardation time of the building structures. These parameters should be known in order to obtain proper information on the dynamic behaviour of materials during transient heat and moisture transfer processes. (Niachou et al. 2001 , Xiao et al. 2009 , ElSebaii et al. 2009 , Tay et al. 2012 , Goia et al. 2012 , Dolado et al. 2011 , Ozkahraman and Bolatturk 2006 . Expanded Polystyrene (EPS) insulation material is a reasonable and the most frequently applied additional insulation in most countries of Europe, since its price and good thermal properties. Iit can perfectly satisfy all of these criteria. These properties are published in previous papers. (Lakatos and Kalmár 2013a , Lakatos and Kalmár 2013b , Farhranieh et al. 2006 , Yucel et al. 2009 , Hourston et al. 1996 , McCormick et al. 1959 , Xiao et al. 2006 , Morgan et al. 2002 , Mihlayanlar et al. 2008 , Nussbaumer et al. 2006 , Changhai et al 2008 . Several methods (e.g. Guarded Hot Plate Methods, Heat Flow meters, chamber methods) are available for the measurement of thermal conductivity what is the main thermal property of insulation materials. From the results of the measurements one can calculate the thermal resistance (R-value) of materials and structures. Some of the thermal conductivities of individual thermal insulation materials can be found in literature or in standards and can be used with a good approximation however calculating the resistance of the multilayer structures with them could be imprecise. Furthermore the thermal conductivity values of materials can change (approximately by 10-20 or 42%) through the in-building methods (see MSZ-04-140-2-1991 Hungarian standard). In Hungary this standard distinguishes the declared and design values of the thermal conductivities. This change depends from the insulation materials and from the mechanical fixings. As a result of this in-situ measurements of the thermal resistance of the in-built layer structures are significantly needed.
Materials and methods

The heat technical laboratory
The measurements were executed in our laboratory found in the University of Debrecen, Faculty of Engineering (in Hungary). Thermal conductivity of different materials can be measured in this laboratory. For measuring the thermal conductivity of the individual materials a Holometrix lambda 2000 Heat flow meter is used. The mechanism of the Holometrix equipment is clearly written in our latest papers (Lakatos and Kalmár 2013a, Lakatos and Kalmár 2013b) . In order to measure the thermal resistance of in-built layer structures, an isolated chamber is available. The chamber is surrounded as well as divided into two rooms (cold and warm) with 2.2 x 3.4 m areas each, by 0.5 m thick EPS 200 insulation system (see Figure 1. ). The cold room can be cooled down to 250 K by three separated cryogenics. The warm room can be heated up to 298 K by a basic portable electric radiator. In the EPS dividing-wall 0.35 m over the ground a brick wall window, with 0.25 m thickness and 1.44 m 2 surface area can be found. This brick wall is mortared with 0.015 m plaster (this is a conventional Ytong type mortar) both at the warm and the cold side (see figure 2 a) ). The brick wall was covered at first with a 0.002 m thick thermal insulation paint (TIP) at the warm side, afterwards with 0.05 m thick EPS 150 insulation materials at the cold side (see figure 2 b and c respectively). This paint contains a small quantity of ceramic hollow spheres. This is manufactured in a Hungarian plant.
Experiments with Hukseflux apparatus
Hukseflux (HF) HFP01 heat flux sensors serve the reason to measure the heat flux that flows through the object in which it is incorporated or on which it is mounted. Besides thermopile sensors measure the differential temperature across the ceramicsplastic composite body of HFP01. Working completely passive, HFP01 generates a small output voltage proportional to the local heat flux. The heat flux is calculated from the voltage. This instrument can measure the Heat Flux, and the R-value of building envelopes according to ISO 9869, ASTM C1046 and ASTM C1155 standards. These apparatus can be used from 250 K-350 K temperature range and it can measure from 2000 to -2000 W/m 2 range with about 5% accuracy. The measurements were carried out by using two HF sensors with 0.5024x10 -2 m 2 rounded surface for good spatial averaging fixed up at different points on the wall. For measuring the air temperatures at both warm and cold sides 2 pairs of thermo-couples belong to this apparatus. By using this apparatus one can reach an accurate value for the thermal resistance (R-value) measured by using the following equation,
where, T HF =34 K is the average air temperature difference between the warm (T 1 =293 K) and cold sides (T 2 =259 K), and  HF is the average of the measured heat flux. The best accuracy in the measurement values can be reached after the heat transfer through the wall structures reaches the steady-state stage.
For estimation of the R-value one can use the following equation:
where, h i, =8 and h e =24 W/m 2 K, both values were taken from the MSZ-04-140-2-1991 Hungarian standard, about the thermal sizing of buildings; similarly to Eq 2. Are the heat transfer coefficients on the surface, 1/h i and 1/h e are giving the internal and the external surface resistances respectively, d is the thickness of the wall (in m) and λ (=k) is thermal conductivity.
Measurements with the calibrated hot box method
The determination of steady-state thermal resistance and thermal insulation of wall structures by calibrated hot box (CC) should be executed according to the MSZ EN ISO:8990 standard. The measurement set-up can be seen in Figure 3 . The calibrated hot box is surrounded by air with fixed temperature parallel to its own, so as zero heat transfer can be expected through the wall of the box. Furthermore the box is made of 0.1 m thick EPS 200 enclosed between two sheets of wood with 0.02 m thickness. Temperature over the hot box was kept by basic portable, electric radiator. Measurement of temperature both of the air and on the wall surfaces at both sides are measured by Pt-100 type thermocouples. The surface temperature of the walls was measured at 9 points arranged in equal distances from each other and the results were stored at data storage. The average value of surface temperature was calculated both at the warm and the cold sides from the measurement data. Inside the box a small fan was used for circulating air, and was heated by two bulbs with 40 W electric power either. Electric power of both the fan and the bulbs was measured outside the box with two calibrated electronic meters separately. At the cold side, one fan as well as two air baffles were used in order to reach a good air temperature homogenisation. From the measured surface temperatures of the wall the temperature difference can be calculated (T cc in K) in steady-state stage. From the measured electric power and the operating time (t cc in h) an average power (P cc in W) can be calculated. For achieving the thermal resistance of the layer structure, without the heat transfer coefficients, with A cc =1.44 m 2 surface area, the following equation can be used:
Results and discussion
Thermal conductivity measurements with Holometrix lambda 2000
Thermal conductivities of the EPS 200 and EPS 150 insulation slabs with geometry (0.3x0.3x0.05 m) each was tested with a Holometrix lambda HFM apparatus. Furthermore two pieces of EPS 150 slab were glued to each other with a (0.001 mm thick) fixer and were examined also, this is an acryl-styrene based polystyrene fixing 5 glue. It was important for investigating the role of the glue between two insulation materials, because the 0.05 m thick EPS samples were fixed on the brick wall only with this glue. Besides, these measurements were carried out in order to make sure about the laboratory values of the thermal conductivities of the EPS slabs. Four individual measurements were carried out on each sample. In table 1, the average value evaluated from the thermal conductivity measurements with accuracies and the standards given from the manufacturer are represented in function of the measured densities. One can observe minimal difference between the thermal conductivity values given by the manufacturer and the measured ones regarding to EPS 150 however perfect match in "" values can be found belonging to EPS 200. The thermal conductivity of the glued samples does not show deviances. Measurement results and discussion about the thermal conducitivities of different EPS materials can be found in (Lakatos and Kalmár 2013a) .
Thermal conductivity measurements with Hukseflux apparatus
At first, as a calibration a test measurement with Hukseflux apparatus was carried on the 0.5 m thick dividing-wall. The measurement order can be seen in Figure 4 . The results of these measurements are presented in table 2. By using (Eq. 2) one can calculate the thermal resistance of the 0.5 m thick dividing-wall by using the thermal conductivity of the EPS 200 material given by the manufacturer. This value is about R=14.536 m 2 K/W. By using HF apparatus a very low heat flux (2.33 W/m 2 ) was measured. From this very low heat flux and using (Eq. 1) T HF =34 K, R HF = 14.587 (m 2 K/W) can be calculated. The thermal conductivity estimated from this value is =(k)= 0.034 W/m*K. By achieving the same R-values these measurements became the base of further experiments. In Table 3 the calculated and measured values on the test-wall with different insulation layers can be found. At first, the calculated R-values, R 0 , R 1 and R 2 belonging to the thermal resistance of the 0.015m_plaster/0.25m_brick/0.015m plaster; the 0.015m_plaster/0.25m_brick/0.015m plaster/0.002m_TIP and the 0.05m_EPS150/0.015m_plaster/0.25m_brick/0.015m plaster/0.002m_TIP are introduced respectively. For these calculations the "h", and "λ" values were taken from the relevant Hungarian (MSZ-04-140-2:1991) 
Thermal conductivity measurements with calibrated hot box
The results of the measurements performed with calibrated chamber method are indicated in Table 4 In Figure 7 the rise in the temperature difference of the walls is shown. One can see a remarkable change after the measurement implemented on wall coated with the 0.05 m thick EPS 150. Correlating to the results presented beforehand and shown in Figure 6 appreciably insulation can be reached by applying 0.05 m thick EPS. From the thermal conductivities of the EPS 150 insulation material measured by holometrix as well as HF and CC methods a correction factor used for in-built materials can be calculated by using (Eq. 8). This correction factor is mentioned in Hungarian standard (MSZ-04-140-2:1991) and it is approximately =0.42. This value gives a percental (~42%) change of the thermal conductivities of EPS materials after fixing it on the building envelope. Before our measurements we fixed the EPS slabs only with acryl-type polystyrene bonding and did not use destructive mechanical fixings. If we represent now the main equation of the thermal conduction and the Fourier's law, similar form of the equations to the above mentioned ones can be found:
where q is the heat flux, D T is the thermal diffusion coefficient and gradt is the temperature (T) gradient. If we represent the Fourier's law in one dimension the following equation can be reached, by using the following assumptions: the sample is free from heat sources and D T is constant:
As Eq. 14 is the solution of the Fick's equation, for the first detection of the diffusing atoms (Lakatos et al. 2010 and Yi 2005) Gustafsson et al., 1986 , Carslaw and Jaeger 2000 , Waszink et al. 1990 ). This time unit value denoted in hours can give the retardation time of the given materials or layer structures against the thermal changes at the surface of the material. This retardation time can only be used for non-periodic, single thermal changes on the surface of the material with the above mentioned assumptions. The estimated retardation time for the declared and the measured values has been summarised in table 6. For each wall structure the delays are represented. The initial plaster/brick/plaster system has 9.24 hours retardation time what can be increased by using the 0.002 m thick TIP and the 0.05 m thick EPS at the warm and the cold side up to nearly 9.4 hours. A hypothetic calculation can be seen in Figure 9 by using EPS 150 insulation with different thicknesses from 0 to 0.5 m. One can detect a pure parabolic function between the thickness and the retardation time. After applying 0.4 m EPS insulation the time of the delay can be raised up to its double. Instead of the mathematical calculations represented by (Yi 2005 and Gustaffson 1986 ) and our intent was only to work out a novel and more simple method and for predicting the delaying ability of the wall structures.
Visualisation by infrared thermographs
Infrared thermographs were taken with TESTO 882 type thermo-camera on the cold side of the walls. All wall-structures were analysed with this apparatus after reaching the steady-state phase. A continuous fall in the temperature at the cold surface of the walls can be observed (see Figure 10) Figure 10 c was taken after insulation with 0.05 m EPS 150 insulation materials at the cold side. If we choose an optional point, (eg.: right hand side) in the 3 pics, we could observe that between a and b about 2, between b and c about 3-4 K temperature difference can be observed. An observable temperature rise can be detected in the warm side of the wall either. So that a great temperature difference can be noticed between the warm and the cold surfaces by application of an adequate insulation system.
Conclusions
In this comprehensive report a comparison of several measurement methods for evaluating the thermal conductivity, and thermal resistance of insulation materials and complete wall structures is presented. After the investigation of the materials we estimated a correction factor for the change in the thermal conductivity value of EPS 150 for building-in. From the thermal conductivity values measured with different methods thermal diffusion coefficients were calculated. A novel model theory was elaborated for a conservative valuation of the retardation times of the wall structures for non-periodic thermal effects. A hypothetic prediction for increasing the retardation time was given applying the above mentioned model by using EPS 150 insulations with different thickness. Our results point at for being a reliable insulation, EPS 150 with 0.2 m thickness should be used. With this thickness almost 12 h retardation can be reached. As well as that the main goal of this publication is the introduction of our new laboratory and the harmonization of our measurement methods. The thermal conductivity can be measured by three different ways, ex-situ and in-situ as well.
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